Krzysztof Ludwinek, Jan Staszak, Tomasz Bekier, Jarosław Kurkiewicz
Kielce University of Technology

INFLUENCE OF FIELD CURRENT WAVEFORM ON HIGHER HARMONIC CONTENT IN CYLINDRICAL SYNCHRONOUS GENERATOR

Abstract: The paper presents a comparison of the higher harmonics in the induced voltages in the stator windings of cylindrical synchronous generator rated at 8.5 kVA under no-load conditions. The comparison is made for the generator with linear and non-linear magnetic circuit without damping cage using constant and variable field current. The calculations of the electromagnetic parameters are carried out in FEMM program. The simulation results are verified experimentally.

1. Introduction

Linearity and non-linearity of the magnetic circuit with inhomogeneous air gap of the synchronous generator have a decisive impact on the distribution of the magnetic field in the air gap and the shape of the induced stator voltage [1-6]. The occurrence of harmonics in induced stator voltage in synchronous generator is also determined by the type of stator windings (in synchronous generators of low power up to tens of kVA most commonly used winding is a single layer winding) [7], damping bar influence [8, 9], rotor or stator skew [9, 10], voltage or field current control method [7, 10] and the stator or rotor eccentricity [11, 12].

In salient pole synchronous generators much more irregular shape of the air gap (compared to cylindrical generators) means that both the magnetic field and induced phase voltage are significantly distorted by third harmonic [4, 5, 7, 8]. Occurrence of the third harmonic is the result of magnetic circuit’s non-linearity and the concentrated nature of field winding in two wide slots around the circumference of the rotor per pair of poles and per stator winding. Even in synchronous generator with skewed rotor there is an insignificant change of third harmonic (in the magnetic field and induced voltages) because the influence of rotor or stator skew on lower order harmonics reduction is small [7, 13].

In cylindrical synchronous generator the shape of the magnetic field in an air gap is more regular (than in the salient pole synchronous generator) due to initial uniformity of the air gap between the stator teeth and the rotor teeth. In order to minimize induced phase voltage distortion the span of the central wide tooth of the rotor is selected so that its shape is as close to the trapezoid as possible [14]. The current linkage $F(x)$ of such rotor can be expressed as:

$$F(x) = \frac{4A}{\alpha \pi} \left( \sin \alpha \sin x + \frac{\sin 3\alpha}{3} \sin x + \frac{\sin 5\alpha}{5} \sin x + \ldots \right)$$

(1)

where the: $A$ – linkage amplitude.

For linear magnetic circuit, if the inclination angle of the side of the trapezoid equals $\alpha = 2\pi/3$ the third harmonic disappears. For non-linear magnetic circuit even for $\alpha = 2\pi/3$ the third harmonic is present but with a lower amplitude than in the salient pole synchronous generator.

2. Model of a cylindrical synchronous generator

Due to the presence of higher harmonics in the inductance distributions in the $dq0$-axes it is easier to carry out induced stator voltages calculations with a circuit model of a cylindrical synchronous generator in the stator and rotor natural reference frame [13].

Figure 1 shows the equivalent circuit parameters of a cylindrical generator in the stator and rotor natural reference frame under no-load conditions. The equivalent circuit represents the stator windings and the field winding [15].

![Fig. 1. Equivalent circuit parameters of a cylindrical synchronous generator under no-load conditions a) field winding, b) stator windings](image-url)
Based on an equivalent circuit of cylindrical synchronous generator (Fig. 1) the induced voltages can be derived from the equations in stator coordinates (for stator windings) and in rotor coordinates (for rotor windings) [15].

\[
\begin{align*}
u_a &= \frac{d\Psi_a(\theta, i)}{dt} \\
u_b &= \frac{d\Psi_b(\theta, i)}{dt} \\
u_c &= \frac{d\Psi_c(\theta, i)}{dt}
\end{align*}
\]

\[u_f = \omega \frac{\partial \psi_f(\theta, i)}{\partial \theta} + R_i I_f\]  

(3)

where: \(a, b, c\) – indexes of stator windings, \(f\) – field winding index, \(\psi_a, \psi_b, \psi_c\) – stator linkage fluxes, \(u_a, u_b, u_c\) – stator phase voltages.

As the equation (2) demonstrates the induced phase voltages are described by the derivative of the flux coupled with stator windings. Taking into account the impact of field current and electrical angle of the rotor’s position (\(\theta\)) changes, the derivative can be expressed as follows [6]:

\[\frac{d\Psi(\theta, i)}{dt} = \frac{d\theta}{dt} \Psi(\theta, i) + \frac{\partial \Psi(\theta, i)}{\partial i} \frac{di}{dt}\]  

(4)

Figure 2 shows the relationship between induced line-to-line voltage as a function of field current under no-load conditions. The no-load characteristics of examined 8.5 kVA cylindrical synchronous generator are obtained experimentally in laboratory measurement set.

3. Determination of the higher harmonic content

Parameters of the investigated cylindrical synchronous generator are computed using FEMM 2D software [16, 17]. Figure 3 presents distribution of magnetic field lines of the generator as computed by FEMM.
Figure 4 presents induced stator phase voltages \((I_f = \text{const})\).

**Fig. 4. Induced stator voltages in case of \(I_f = \text{const}\) and linear magnetic circuit**

Figure 5 presents induced voltages assuming \(U_f = \text{const}\) and a linear magnetic circuit.

**Fig. 5. Induced stator phase voltages assuming \(U_f = \text{const}\) and a linear magnetic circuit**

In this particular cases \((I_f = \text{const} – \text{Fig. 4} \text{ and } U_f = \text{const} – \text{Fig. 5})\) there are only subtle differences between linear and nonlinear magnetic circuit which can be seen in Figure 6.

**Fig. 6. Comparison of the harmonic content in induced single phase voltage: a) from 2nd to the 15th order, b) from 33rd to 46th order, c) 61st to 73rd order, I - \(I_f = \text{const}\) and linear magnetic circuit, II - \(I_f = \text{const}\) and non-linear magnetic circuit, III - \(U_f = \text{const}\), linear and nonlinear magnetic circuit**

For both \(I_f = \text{const}\) cases the presented higher harmonic content analysis demonstrated a significant influence of 3rd and 15th harmonics. Beside slotting harmonics (35th, 37th, 71st, 73rd stator slotting harmonics as well as 11th and 13th rotor slotting harmonics) there is a significant distortion caused by 9th and 33rd harmonics. In case of \(U_f = \text{const}\), 9th, 33rd, 69th, 71st, and 73rd harmonics disappear and 3rd, 5th, 15th, 35th and 37th are significantly diminished.

Total Harmonic Distortion factor \((THDu_{\%})\) is determined in order to compare higher harmonic content in induced voltages. Table 1 presents a \(THDu_{\%}\) comparison for analyzed cases.

**Tab. 1. Comparison of the total harmonic distortion in induced phase voltage: I - \(I_f = \text{const}\), linear magnetic circuit, II - \(I_f = \text{const}\), non-linear magnetic circuit, III - \(U_f = \text{const}\), linear magnetic circuit**

<table>
<thead>
<tr>
<th></th>
<th>(THDu_{%})</th>
<th>(THDu_{%})</th>
<th>(THDu_{%})</th>
</tr>
</thead>
<tbody>
<tr>
<td>(I)</td>
<td>15.51 %</td>
<td>15.89 %</td>
<td>2.44 %</td>
</tr>
<tr>
<td>(II)</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>(III)</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

Based on the above results it can be concluded that \(U_f = \text{const}\) model is characterized by much lower harmonic content in induced voltages.

**4. Experimental verification**

Figure 7 presents the measurement set used for experimental verification of simulation results. The cylindrical synchronous generator with the following rating is used: \(S_N = 8.5 \text{ kVA}, U_N = 400 \text{ V}, I_N = 15.25 \text{ A}, n_N = 3000 \text{ rpm}, \cos \varphi_N = 0.85\).
During experimental investigation the field winding is supplied from a DC voltage source and the induced voltages as well as field current waveforms are registered using Tektronix 3014 Mixed Signal Oscilloscope.

Fig. 7. View of a) measurement set, b) examined cylindrical synchronous generator

Figure 8 demonstrates induced voltages as registered by the oscilloscope.

Fig. 8. Registered waveforms of the induced stator voltages under no-load conditions of the cylindrical synchronous generator

In Figure 9 the field current waveform is presented under no-load conditions of the examined cylindrical synchronous generator.

By introducing the registered field current waveform into expression (8) and applying appropriate transformations it is possible to determine chosen equation parameters such as \( \omega \frac{dL_{sf}}{d\theta_f} \) and \( L_{sf} \frac{di_f}{dt} \).

Figure 10 presents a comparison of aforementioned factors for a single phase \( a \) of investigated generator and their influence on the induced voltage shape.

Fig. 10. Influence of two components in (8) on the shape of the waveform of induced single phase voltage

\( IHD_u \% \) and \( THD_u \% \) parameters are computed in order to compare experimental results with the simulation. Figure 11 demonstrates harmonic content of the 3 registered phase voltages.
b) 

Fig. 11. Harmonic content of the registered waveform of the induced stator phase voltages: a) from 2nd to the 15th harmonic, b) from 33rd to 46th c) 61st to 73rd harmonics

As can be concluded from the presented analysis there are no significant differences between registered voltages and those derived from $U_f = \text{const}$ simulation model. Consequently $THDu_{\%}$ comparison yields similar results as can be seen in Table 2.

Tab. 2. Total harmonic content in registered waveform of the induced stator phase voltage

<table>
<thead>
<tr>
<th>THDuₐ%</th>
<th>THDu₅%</th>
<th>THDu₇%</th>
</tr>
</thead>
<tbody>
<tr>
<td>2.55%</td>
<td>2.18%</td>
<td>2.39%</td>
</tr>
</tbody>
</table>

5. Conclusion

The influence of nonlinearity on induced stator phase voltages is rather small in the presented cylindrical synchronous generator model and can be safely discarded. It is a direct result of utilization of an oversized stator which is rated at 22 kW. Simplification of mixed field-circuit computations by assuming constant field current yields vastly different results compared to experimental ones. As can be seen beside slotting harmonics (35th, 37th, 71st, 73rd) there is a significant influence of 3rd, 5th, 9th, 15th and 33rd harmonics. Their presence is a result of assuming constant field current. In case of supplying the field winding with $U_f = \text{const}$, components $\omega \frac{\partial L_{of}}{\partial \theta} i_f$ and $\frac{di_f}{dt} L_{of}$ and $\omega \frac{\partial L_{bf}}{\partial \theta} i_f$ and $\frac{di_f}{dt} L_{bf}$ are not in counterphase. This is due to the fact that $\frac{di_f}{dt} L_{of}$, $\frac{di_f}{dt} L_{bf}$ and $\frac{di_f}{dt} L_{cf}$ are equal to zero and consequently the induced stator voltages have much greater total higher harmonic contents $THDu_{\%}$ (15.51% and 15.89% with linear and nonlinear magnetic circuit, respectively) than in case of $U_f = \text{const}$ where $THDu_{\%}$ is equal to 2.44% from simulation and is less than 2.40% from experimental investigation.

Bibliography


**Author’s information**

Krzysztof Ludwinek PhD, k.ludwinek@tu.kielce.pl
Jan Staszak PhD DSc, j.staszak@tu.kielce.pl
Tomasz Bekier MSc, tbekier@tu.kielce.pl
Jarosław Kurkiewicz MSc, jkurkiewicz@tu.kielce.pl

Kielce University of Technology, Faculty of Electrical Engineering, Automatic Control and Computer Science, Al. Tysiąclecia 7, 25–314 Kielce, Poland